NOTES:

1) MINIMUM PIPE BEDDING SHALL BE AS FQALLDWS:
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TRENCH FOUNDATION
STABILIZATION, AS REQUIRED

4" FOR PIPE 12" IN DIAMETER OR LESS
6" FOR PIPE 15" TO 38™ IN DIAMETER

8" FAR PIPE 42" IN DIAMETER OR GREATER

COMPACTED
BACKFILL AS
SPECIFIED

MINIMUM TRENCH WDTH: 18" WIDER
THAN THE QUTSIDE DIAMETER OF
THE PIPE —

MAXIMUM TRENCH WIDTH: 30" WDER
THAN THE QUTSIDE DIAMETER OF
THE FIPE

SPRINGLINE

PIFE BEDDING
(SEE NOTE 1 BELOW)
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